Las Americas Petroleum Services
PO Box 38027
San Juan, PR 00937-0027

LaPS

CORPORATION

PRECISION TANK TIGHTNESS TEST REPORT

Site Location:

Buchanan Fort - Bldg 380
DOL Supply Support Activity
Guaynabo, Puerto Rico

Date: 5/31/2011
Order #: 100191
Technician: Guillen B

Product Premium Diesel Premium
Description: Fiberglass Fibergiass

Capacity (gal.) 10,000 10,000

Diameter {in) 96 96

Fuel Level (in) 37.38 51,30

Percent Full (%) 38.94% 53.44%

Start Date 05/31/2011 05/31/2011

Start Time 12:30:00 13:30:00

Duration 01:02:00 01:01:00

Temp Rate 0.0051 0.005

Leak Rate {gal/hr), Threshold .05galhr 0.049 0.041

Pass/F ail PASS PASS N/A
Ullage Test Results

Test Date 05/31/2011 05/31/2011 06/07/2011
Test Time (minutes) 00:30 00:30 00:30
Pass/Fail Inconclusive PASS PASS /
Comments

Spill Container valve of Premium Tark was found defective.

and ullage re-tested on 6/7/2011 with faverabie results.

Valve was replaced
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Las Americas Petroleum Services
PO Box 38027
San Juan, PR 00937-0027

WANRIS

CORPORATION

ACURITE Single Line Test Data Sheet

Site Location:

Buchanan Fort - Bldg 380
DOL Supply Support Activity
Guaynaba, Puerto Rico

Date: 5/31/2011
Order #: 100191
Technician: Guillen B

Product Premium Diesel
Material (Steel, Fiberglass, Flexi-giass) | Fiberglass Fiberglass
Pump Manufacturers Red Jacket Red Jacket
Isolation Mechanism (valve, silver

Buliet) Valve Valve
Test Pressure (1 1/2 times working

pressure) 43 45
initial Cylinder Level {ICL) 0.071 0.055
Final Cylinder Level (FCL) 0.068 0.050
Leak Volume = ICL-FCL 0.003 0.005
Time Test Started 8:30 AM 900 AM
Total Test Time (30 min minimum) 0:30 0:30
Conclusion {(Pass or Fail) PASS PASS
{If available...) Tank

|Leak Rate at Start of Test

(If available...) Tank

Leak Rate at End of Test

Comment:




Las Americas Petroleum Services
PO Box 38027
San Juan, PR 00937-0027

Leak Detector FTA Evaluation Chart

Site Location:

Buchanan Fort - Bidg 380
DOL Supply Support Activity
Guaynabo, Puerte Rico

LAaPS

CORPORATION

Date: 5/31/2011
Order #: 100191
Technician: Guillen B

Product Premium Diesel
Leak Detector Tyne Mechanical Mechanical
FE Petro FE Petro
Model STP MLD STP MLD
Resiliency 100 100
Opening Time 2 2
Test Leak Rate (ML /Min GPH) 8.400 8.400
Functional Element Holding Pressure 13 24
Metering PS! 18 28
Pass / Falil PASS FAIL
Pump PSI pressure 28 30

Note:

Diesel leak detactor is defective. Requires replacement with Red Jacket mechanical leak detactor.




Las Americas Petroleum Services
PO Box 38027

San Juan, PR 00937-0027 A §

CORPCRATION

Leak Detector FTA Evaluation Chart

Site Location:

Date: 6/15/2011
Buchanan Fort - Bldg 380 Order #: 100200
DOL Supply Support Activity Technician: Guillen B
Guaynabo, Puerto Rico

Product Premium Diese!l
Leak Detector Type Mechanical

Red Jacket
Model FX1V-D
Resiliency 100
Opening Time 2
Test Leak Rate (ML /Min GPH) 8.400
Functional Element Holding Pressure 24
Metering PS! 4
Pass / Fail PASS
Pump PS| pressure 30
Note:

Leak detector was instalied and tested.
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